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This analysis is not meant to be technically exhaustive but rather to highlight areas where repairs are 
needed or areas of long-term future concern relating to maintenance and operation.

This Summary pulls from the Complete Report those items we feel need immediate attention or 
consideration.  It is entirely the client's decision whether or not to include additional items from the 
Complete Report they may feel are of concern and add them to our list of opinions as stated in this 
Summary.  This Summary is provided as a general overview and is not intended to replace reading the 
entire report before purchasing or requesting repairs of the inspected property.  It is our recommendation 
that repairs be made by a licensed contractor familiar with the proper methods of repair and for their 
ability to warranty work performed.

The Complete Report includes typical maintenance, cosmetic, or routine repair items.  These should be 
placed in an overall maintenance plan and looked at on a seasonal basis.  Regular maintenance and 
upkeep to the home, including heating and cooling system seasonal check-ups, are highly recommended.

It is our recommendation that all evaluations and repairs be made by licensed contractors, qualified with 
proper methods of repair and for their ability to warranty work performed, prior to the close of escrow.   

This inspection report is available on the Internet
for 30 days from the date of the inspection.

http://www.azinspec.com
Enter the following Client Name: 501arizona and the Password: chandler

____________________________________________________________________________________________

Grading & Drainage
Interior-Exterior Elevations
1.1 - The hard surfaces (side walk) around the building appear to slope toward the building in some areas.  

Moisture resting along the side of the building is not recommended.

Exterior Components

_____________________________________________________________________________________________

This report has been produced in accordance with our signed contract and is subject to the terms and conditions agreed upon therein.
All printed comments and the opinions expressed herein are those of the Inspection Company.
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_____________________________________________________________________________________________

Fences & Gates
1.2 - The fence is serviceable, but have damage commensurate with their age.
Trim & Fascia - Soffits
1.3 - Exterior wood features and trim should be painted for preservation.  Some areas may need to be 

replaced.

Sink
1.4 - There is a leak at the drain piping below the sink that allows moisture to rest against the building's wood 

components.  Any leaks should be repaired.

Structural Elements
Identification of Columns Structure
2.1 - Although the wood columns at the front entry appear sturdy, they are leaning and should be monitored if 

not repaired.

_____________________________________________________________________________________________

This report has been produced in accordance with our signed contract and is subject to the terms and conditions agreed upon therein.
All printed comments and the opinions expressed herein are those of the Inspection Company.
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Example

Flat Roof
Roofing Material
3.1 - Although on going maintenance is noted, the roofing material is near end of life and should be evaluated 

by a roofing contractor before the close of escrow, because the cost of replacing the roof could 
significantly affect your evaluation of the property.

View of Roofing Material
View Looking North/West

Gutters & Drainage
3.2 - The gutters are not serviceable in some areas.

_____________________________________________________________________________________________
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Example

Gas Water Heaters
Relief Valve & Discharge Pipe
5.1 - The discharge pipe from the pressure relief valve (TPR) is not installed and be extended down to 

terminate no more than twenty-four inches above grade and closer than six inches to it. 

Exterior Electrical
Outlets
6.1 - There was no voltage present at the exterior roof, northern receptacle.
Miscellaneous
6.2 - Exposed wiring noted at the marquis sign wiring.   Voltage was not present during this inspection.  Voltage 

source should be identified and the electrical connection should be made within a junction box.

_____________________________________________________________________________________________
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Section 1.0 - Exterior
We evaluate the following exterior features: driveways, walkways, fences, gates, handrails, guardrails, yard walls, carports, patio covers, 
decks, building walls, fascia and trim, balconies, doors, windows, lights, and outlets. However, we do not evaluate any detached structures, 
such as storage sheds and stables, and we do not water test or evaluate subterranean drainage systems or any mechanical or remotely 
controlled components, such as driveway gates. Also, we do not evaluate landscape components, such as trees, shrubs, fountains, ponds, 
statuary, pottery, fire pits, patio fans, heat lamps, and decorative or low-voltage lighting. In addition, we do not comment on coatings or 
cosmetic deficiencies and the wear and tear associated with the passage of time, which would be apparent to the average person. 
However, cracks in hard surfaces can imply the presence of expansive soils that can result in continuous movement, but this could only be 
confirmed by a geological evaluation of the soil.

Site & Other Observations
Unique or Custom Property
Informational Components

1.1 - The inspected property is a restaurant built approximately 50 + years ago.  Due to the age of the 
property, there are numerous age related cosmetic issues with the property that may not be fully detailed 
within this report.  Overall the property is generally in good condition with upgraded electrical, relatively 
new HVAC units, and a roofing system that will need continued maintenance or replacement in the near 
future.  The equipment within the property meets the needs of the type of cuisine currently served in this 
establishment.

Auxiliary Structures
Informational Components

1.2 - The auxiliary structure at the north/east should not be considered secure storage. 

Grading & Drainage
Interior-Exterior Elevations
Components and Conditions Needing Service

1.3 - The hard surfaces (side walk) around the building appear to slope toward the building in some areas.  
Moisture resting along the side of the building is not recommended.

Exterior Components
Driveways
Functional Components and Conditions

1.4 - The driveway is in acceptable condition.
Walkways
Functional Components and Conditions

1.5 - The walkways are in acceptable condition.  Typical cracks noted.
Fences & Gates
Components and Conditions Needing Service

1.6 - The fence is serviceable, but have damage commensurate with their age.
Trim & Fascia - Soffits
Components and Conditions Needing Service

1.7 - Exterior wood features and trim should be painted for preservation.  Some areas may need to be 
replaced.

_____________________________________________________________________________________________

This report has been produced in accordance with our signed contract and is subject to the terms and conditions agreed upon therein.
All printed comments and the opinions expressed herein are those of the Inspection Company.

Inspection Narratives - Page 2



Inspection Address: 501 N Arizona Ave, Chandler AZ. 
Inspection Date/Time: 11/3/2005   

_____________________________________________________________________________________________

Doors
Informational Components

1.8 - The exterior doors are in acceptable condition.  Normal wear noted due to age.
Windows
Informational Components

1.9 - The single pane windows are in acceptable condition.
Sink
Components and Conditions Needing Service

1.10 - There is a leak at the drain piping below the sink that allows moisture to rest against the building's 
wood components.  Any leaks should be repaired.


